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Approval Certificate for Protection of 
Closed or semi closed cable tunnel 

 

 
Certificate No.: 99903-1 

Certificate date: 11th April 2023 
Engineer: Wolfgang REICHÖR / ReiP 

DW: 812 
 
SYSTEM MANUFACTURER: VID FIRE-KILL AP, Svalbardvej 13, DK-5700 Svenborg 
  

 
 
 

SYSTEM: Low Pressure Watermist System for Closed or semi 
closed cable tunnel 
 
 
 

SCOPE OF CERTIFICATE: Automatic Low-Pressure Water Mist System 
Nozzle: CT-ODC1 / OH-DC1 
Applications: Closed, semi closed cable tunnels by a 
single row of ODC1, H x W 3,75m x 3,60m. Double row 
of nozzles if the width is above 3,6 meter 

  
 
 

APPLICABLE STANDARDS: EN 14972 
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BASIS OF CERTIFICATE: Test Reports; Full Scale Fire Test 

• DFL test report no.:200608-262 

 
  

APRROVAL VALIDITY: Effective from key date for prolongation of the 
certificate (11th April 2023) for two years  
until 11th April 2025 
 
 

 
  

INSTALLATION 
INSTRUCTIONS: 

• DIOM CT CABLE TUNNEL 

NO.:200515-01-B Model CT Cable tunnel Rev.B 

21-08-2020 

• Application Data Sheet 

NO.:DS-200831-01-02 Model CT_UK Rev. 02 

23-09-2021 

 

  

  

  

 
 

IBS – INSTITUT FÜR BRANDSCHUTZTECHNIK UND 
SICHERHEITSFORSCHUNG GESELLSCHAFT M.B.H. 

 
 

 
W. REICHÖR 

Technical Officer 
 

  
ING. G.Dammayr 
Division Manager 

Dipl. Ing. (FH) Josef Huber 
CEO 
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